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FRONT VIEW
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SIDE VIEW

29.50
[749]

N [368]

"14.50

Cx
2.00 X 3.00

[51] X [76]

(CABLE ENTRY/EXIT)
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MATERIAL: 1/4" (6) THICK AL. MATERIAL: 1/4" (6) THICK AL.

4
—+

0.41
(10)

CUSTOMER NOTES:

— HV1 TERMINATED AT TOP FRONT
— LV1 TERMINATED AT BOTTOM FRONT
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ENCLOSURE BOTTOM VIEW
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SUGGESTED BOTTOM
CABLE ENTRY AREA

=4

1.90— *+—20.50——

[38]

NOTE:

WHEN BOTTOM CABLE ENTRY IS OPTED, THE

SPACE USED FOR CONDUITS IN _THE FRONT OF

THE TRANSFORMER SHOULD NOT OBSTRUCT
MORE THAN 50% OF THE FRONT AIR INTAKE
AREA DEFINED BETWEEN THE BOTTOM PLATE
AND THE SUPPORTING LEGS.

SEE MANUAL FOR ADDITIONAL INFORMATION

’\ Hammond Power

HIE®%s Solutions Inc.

TITLE:

3PH DISTRIBUTION TRANSFORMER
ENCLOSURE BOTTOM VIEW

21/07/16

PP

EDB UPDATE

DES: DCORTEZ

20/03/17

PP

SEISMIC UPDATE

DATE: 16/05/10

NO.

DATE

BY

REVISION

SCALE: NTS

¢ 40 ¢ 133HS

8905 10Y¢OSH(

3.0 jwen 2021/07/16 13:17



