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HV TERMINAL DETAIL

LV TERMINAL DETAIL
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MATERIAL: 1/4" (6) THICK CU.
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MATERIAL: 1/4” (6) THICK CU.

CUSTOMER NOTES:

— HV TERMINATED AT TOP FRONT
— LV TERMINATED AT BOTTOM FRONT
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ENCLOSURE BOTTOM VIEW
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EN _BOTTOM CABLE ENTRY IS OPTED, THE

WH
SPACE USED FOR CONDUITS
THE TRANSFORMER SHOULD

IN_THE
NOT OB

FRONT OF
STRUCT

MORE THAN 50% OF THE FRONT AIR INTAKE
AREA DEFINED BETWEEN THE BOTTOM PLATE
AND THE SUPPORTING LEGS.
SEE MANUAL FOR ADDITIONAL INFORMATION
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