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SCALE:

3PH DISTRIBUTION TRANSFORMER
NAMEPLATE INFORMATION
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NO.

A, |\ mmond Power
HIE®%s Solutions Inc.




FRONT VIEW SIDE VIEW
54.0 ** — Recommended cable entry locations only [ 44.0
[1 372] cutouts & gland plates not provided. [1118]
*ok —e— -k ] 3.19 TYP
/ N [81] TYP
*%k
72.0 2.0 o . [[1016
[1829] [51] [40.0]
8.0
GROUND LUG =
['; % [203] _.3.9%; o o4
2 ! 178 [49]
T 31.25 |
8 [794] ! ———
20, 60 7] i |
B [203] [152] 4 |
.69 DIA(4
8.81 _| | 36.0 42.0 . 1&)8? DIA&?
[224] [914] [1067] [25]
46.5
[1181]
All Dimensions in inches[mm] ENCLOSURE COLOR :ANSI 61 GREY — OUTDOOR
HV TERMINAL DETAIL LV TERMINAL DETAIL
0.56 x 1.00 (4) 0.56 x 1.00 SLOT(8)
(14 x 25) ] 400 (14) \_ (25) 8.00
(102) ™ o3 [
1.06 +1.88 N 1.00 2.00
(27) h @Iy (25) + I"(51) K
[an]
1.75 T i3 POO®|
(44) 0.63 @| 0.75
TI° Sl T (P99 (g
S Aeee—A
MATERIAL : 1/4” THICK CU. MATERIAL : 1/4” (9) THICK CU.
CUSTOMER NOTES:
— HV TERMINATED AT TOP FRONT
— LV TERMINATED AT BOTTOM FRONT
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ENCLOSURE BOTTOM VIEW

DH7—-N3R-BTM

6.00
[152] §

SUGGESTED BOTTOM q

CABLE ENTRY AREA [1 33]

4.00—= ~— 28.00 —™= T
[102] [700]

FRONT

NOTE:

WHEN BOTTOM CABLE ENTRY IS OPTED, THE
SPACE USED FOR CONDUITS IN THE FRONT OF
THE TRANSFORMER SHOULD NOT OBSTRUCT
MORE THAN 50% OF THE FRONT AIR INTAKE
AREA DEFINED BETWEEN THE BOTTOM PLATE
AND THE SUPPORTING LEGS.

SEE MANUAL FOR ADDITIONAL INFORMATION
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