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NOTES:

1. INTERCHANGE ANY TWO LINE LEADS TO REVERSE
ROTATION.

2. OPTIONAL THERMOSTATS ARE PROVIDED WHEN
SPECIFIED.

3. ACTUAL NUMBER OF INTERNAL PARALLEL CIRCUITS

MAY BE A MULTIPLE OF THOSE SHOWN ABOVE.

LEAD COLORS ARE OPTIONAL. LEADS MUST ALWAYS BE
NUMBERED AS SHOWN.

FOR ACROSS—THE—LINE STARTING, USE 'RUN’ CONNECTION.
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