DATE:

CONNECTION DIAGRAM

CATALOG NO.:

June 16, 2005 QT1006R
ACROSS THE LINE CONNECTION
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LINEO230 VOLT CONNECTION

LINELJ460 VOLT CONNECTION

ACROSS THE LINE CONNECTION
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398 VOLT CONNECTION

460 VOLT CONNECTION

WHEN WYE CONNECTION, FOR USED ON 796 VOLTS, MUST BE SOLIDLY
GROUNDED SYSTEM NEUTRAL
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THERMAL PROTECTOR TYPE 9700K76-215

TECQ @ Westinghouse

DWG NO.
DAC-1565-4






